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1. COLD WATER SUPPLY FOR THE WASH DOWN HOSE BIBBS ORIGINATES
AT THE MECHANICAL ROOM AND EXTENDS TO EACH TIER.

THIS PIPING IN NORMALLY EMPTY.

2. INSTALL HOSE BIBBS AT 4’ ABOVE FINISH FLOOR ELEVATION.
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